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27 May 2025
Lopatcong Township Schools
321 Stonehenge Drive
Phillipsburg, NJ 08865

RE: Radon Test Results 
Lopatcong Elementary School - 263 New Jersey 57, Phillipsburg, NJ 08865

*Enclosed are the radon results for the testing completed at Lopatcong Elementary School  located at 
263 New Jersey 57, Phillipsburg, NJ 08865. Testing was originally completed from 02/14/25 to 
02/17/25 and then post-mitigation testing was completed from 4/25/25 to 4/28/25 using liquid 
scintillation vials that were analyzed by Method [EPA-402-R-92-004 July 92]. As per NJAC7:28-27, 
this report cannot be modified or changed in any way and must remain intact as it has been issued to 
you.

This radon testing has been completed according to the ANSI/AARST extended radon measurement 
protocol according to the guidelines in the 2014 “Protocol for Conducting Measurements of Radon 
and Radon Decay Products in Schools and Large Buildings.” These national protocols are established 
that generalizations about the building or complex can be made and may not represent actual radon 
levels of all areas of the building or complex. The results stated in this report only represent the 
locations tested within the report. 

This is not a public report. Radon records are protected by New Jersey code/regulation. The rights of 
the property owner must be respected and data cannot be disbursed without proper permission from 
that owner. All tenant notification requirements of the regulating codes are the responsibility of the 
owner of the property. 

If you have any questions, please feel free to contact our office. 

Thank you, 

Emily Ambrosi 
NJ Certification #MES15804 

C: file
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Advisory When Radon Results Are All Below the 4.0 pCi/L 
Threshold 

"Consider fixing the building if test results indicate radon concentrations greater than half the 
action level (e.g., between 2 and 4 pCi/L). 

Responsible care requires repeating initial testing procedures for all building(s) at least every 
5 years and in conjunction with any sale of a building. 

Radon testing should also be conducted when any of the following circumstances occur: 
• A new addition is constructed or alterations for building reconfiguration or rehabilitation

occur
• A ground contact area not previously tested is occupied, or a building is newly occupied
• Heating or cooling systems are significantly altered, resulting in changes to air pressures

or pressure relationships
• Ventilation is significantly altered by extensive weatherization, changes to mechanical

systems or comparable procedures;
• Significant openings to soil occur due to:

o Groundwater or slab surface water control systems that are altered or altered
 e.g., sumps, perimeter drain tile, shower/tub retrofits, etc.

o Natural settlement causing major cracks to develop
• Earthquakes or construction blasting, fracking or formation of sink holes nearby
• A mitigation system is altered, modified or repaired.

Should testing indicate concentrations that meet or exceed the action level, conduct 
evaluations, corrections and further testing until radon concentrations have been mitigated to 
below the action level." 
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Test Location: 263 New Jersey 57, Phillipsburg, NJ 08865 County: Warren

Lopatcong Township Schools

321 Stonehenge Drive

Radon Test Results/Information:
Phillipsburg, NJ  08865

Test # Location Avg. Radon 
Concentration

Test Date,Time Test Device

The purpose of this test was:
Municipality: Phillipsburg Town

Laboratory*

Screening 

RAdata, LLC
27 Ironia Road, Unit 2

Flanders, NJ  07836
973-927-7303 Phone    973-927-4980

Location Name: Lopatcong Elementary School

Original Report: 4/10/2025

02/14/2025,09:19-
02/17/2025,10:05

1845215-
1037733

First FloorLiquid Scintillation RAdata, LLC 11.0 pCi/L
14006

Room #: All Purpose Room

02/14/2025,09:19-
02/17/2025,10:05

1845221-
1037734

First FloorLiquid Scintillation RAdata, LLC

Duplicate of #1845215

9.9 pCi/L
14006

Room #: All Purpose Room

The average of the radon tests conducted at:  First Floor level is:  10.4 pCi/L

02/14/2025,09:40-
02/17/2025,09:35

1845226-
1037735

First FloorLiquid Scintillation RAdata, LLC 3.7 pCi/L
14006

Room #: Gymnasium

02/14/2025,09:41-
02/17/2025,09:36

1845234-
1037736

First FloorLiquid Scintillation RAdata, LLC 4.2 pCi/L
14006

Room #: Phys Ed Office

02/14/2025,10:16-
02/17/2025,10:03

1845247-
1037737

First FloorLiquid Scintillation RAdata, LLC 1.7 pCi/L
14006

Room #: Faculty Room

02/14/2025,10:17-
02/17/2025,10:04

1845235-
1037738

First FloorLiquid Scintillation RAdata, LLC 0.5 pCi/L
14006

Room #: Nurse

02/14/2025,10:17-
02/17/2025,09:18

1845219-
1037739

First FloorLiquid Scintillation RAdata, LLC 3.1 pCi/L
14006

Room #: Main Office/Admin Office

NJ DEP License #MEB90001

[The  testing and analytical methods for the above radon concentration(s) were performed in accordance with established United States Environmental Protection Agency (USEPA) 
protocols for measurement methodology.  RAdata, LLC, makes no recommendations, representations, or warranties other than as specifically set forth in this report and shall not be liable 
for any action or consequences of any action taken in connection with or in reliance on this report.  We are not responsible for any financial or health consequences or subsequent action 
or inaction by the client or its representatives.]

Emily Ambrosi, NJ Licensed Measurement Specialist #MES15804



02/14/2025,09:56-
02/17/2025,09:49

1845218-
1037740

First FloorLiquid Scintillation RAdata, LLC 3.6 pCi/L
14006

Room #: Office Library

02/14/2025,09:55-
02/17/2025,09:48

1845208-
1037741

First FloorLiquid Scintillation RAdata, LLC 3.8 pCi/L
14006

Room #: Tech & Custodial Office

02/14/2025,10:02-
02/17/2025,09:53

1845224-
1037742

First FloorLiquid Scintillation RAdata, LLC 3.8 pCi/L
14006

Room #: Child Study Team Office

02/14/2025,09:20-
02/17/2025,09:21

1845199-
1037743

First FloorLiquid Scintillation RAdata, LLC 1.9 pCi/L
14006

Room #: 101

02/14/2025,09:20-
02/17/2025,09:24

1845213-
1037744

First FloorLiquid Scintillation RAdata, LLC 0.8 pCi/L
14006

Room #: 102

02/14/2025,09:21-
02/17/2025,09:25

1845197-
1037745

First FloorLiquid Scintillation RAdata, LLC 0.8 pCi/L
14006

Room #: 103

02/14/2025,09:22-
02/17/2025,09:26

1845207-
1037746

First FloorLiquid Scintillation RAdata, LLC 1.0 pCi/L
14006

Room #: 104

02/14/2025,09:22-
02/17/2025,09:26

1845229-
1037747

First FloorLiquid Scintillation RAdata, LLC

Duplicate of #1845207

1.0 pCi/L
14006

 Room #: 104 

The average of the radon tests conducted at:  First Floor level is:  1.0 pCi/L

02/14/2025,09:23-
02/17/2025,09:27

1845202-
1037748

First FloorLiquid Scintillation RAdata, LLC 0.8 pCi/L
14006

Room #: 105

02/14/2025,09:24-
02/17/2025,09:28

1845198-
1037749

First FloorLiquid Scintillation RAdata, LLC 1.5 pCi/L
14006

Room #: 106

02/14/2025,09:25-
02/17/2025,09:29

1845205-
1037750

First FloorLiquid Scintillation RAdata, LLC 0.9 pCi/L
14006

Room #: 107

02/14/2025,09:26-
02/17/2025,09:30

1845210-
1037751

First FloorLiquid Scintillation RAdata, LLC 0.9 pCi/L
14006

Room #: 108

NJ DEP License #MEB90001

[The  testing and analytical methods for the above radon concentration(s) were performed in accordance with established United States Environmental Protection Agency (USEPA) 
protocols for measurement methodology.  RAdata, LLC, makes no recommendations, representations, or warranties other than as specifically set forth in this report and shall not be liable 
for any action or consequences of any action taken in connection with or in reliance on this report.  We are not responsible for any financial or health consequences or subsequent action 
or inaction by the client or its representatives.]

Emily Ambrosi, NJ Licensed Measurement Specialist #MES15804



02/14/2025,09:27-
02/17/2025,09:31

1845211-
1037752

First FloorLiquid Scintillation RAdata, LLC 0.7 pCi/L
14006

Room #: 109

02/14/2025,09:28-
02/17/2025,09:32

1845233-
1037753

First FloorLiquid Scintillation RAdata, LLC 0.7 pCi/L
14006

Room #: 110

02/14/2025,09:30-
02/17/2025,09:33

1845193-
1037754

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 111

02/14/2025,09:38-
02/17/2025,09:34

1845217-
1037755

First FloorLiquid Scintillation RAdata, LLC 1.3 pCi/L
14006

Room #: 112

02/14/2025,09:37-
02/17/2025,09:23

1845225-
1037756

First FloorLiquid Scintillation RAdata, LLC 1.3 pCi/L
14006

Room #: 113

02/14/2025,09:36-
02/17/2025,09:22

1845196-
1037757

First FloorLiquid Scintillation RAdata, LLC 0.8 pCi/L
14006

Room #: 114

02/14/2025,09:35-
02/17/2025,09:22

1845228-
1037758

First FloorLiquid Scintillation RAdata, LLC

Blank

< 0.2 pCi/L
14006

Room #: 114

02/14/2025,10:11-
02/17/2025,09:56

1845227-
1037759

First FloorLiquid Scintillation RAdata, LLC 3.6 pCi/L
14006

Room #: 201

02/14/2025,10:11-
02/17/2025,09:57

1845239-
1037760

First FloorLiquid Scintillation RAdata, LLC 3.6 pCi/L
14006

Room #: 202

02/14/2025,10:12-
02/17/2025,09:58

1845232-
1037761

First FloorLiquid Scintillation RAdata, LLC 3.9 pCi/L
14006

Room #: 203

02/14/2025,10:13-
02/17/2025,10:01

1845237-
1037762

First FloorLiquid Scintillation RAdata, LLC 3.7 pCi/L
14006

Room #: 204

02/14/2025,10:15-
02/17/2025,10:00

1845245-
1037763

First FloorLiquid Scintillation RAdata, LLC 3.5 pCi/L
14006

Room #: 205

NJ DEP License #MEB90001

[The  testing and analytical methods for the above radon concentration(s) were performed in accordance with established United States Environmental Protection Agency (USEPA) 
protocols for measurement methodology.  RAdata, LLC, makes no recommendations, representations, or warranties other than as specifically set forth in this report and shall not be liable 
for any action or consequences of any action taken in connection with or in reliance on this report.  We are not responsible for any financial or health consequences or subsequent action 
or inaction by the client or its representatives.]

Emily Ambrosi, NJ Licensed Measurement Specialist #MES15804



02/14/2025,10:14-
02/17/2025,09:59

1845238-
1037764

First FloorLiquid Scintillation RAdata, LLC 4.0 pCi/L
14006

Room #: 206

02/14/2025,10:13-
02/17/2025,09:59

1845242-
1037765

First FloorLiquid Scintillation RAdata, LLC 3.2 pCi/L
14006

Room #: 207

02/14/2025,10:13-
02/17/2025,09:59

1845246-
1037766

First FloorLiquid Scintillation RAdata, LLC

Duplicate of #1845242

3.4 pCi/L
14006

 Room #: 207 

The average of the radon tests conducted at:  First Floor level is:  3.3 pCi/L

02/14/2025,10:14-
02/17/2025,09:55

1845206-
1037767

First FloorLiquid Scintillation RAdata, LLC 3.9 pCi/L
14006

Room #: 208/Speech

02/14/2025,09:59-
02/17/2025,09:53

1845240-
1037768

First FloorLiquid Scintillation RAdata, LLC 4.6 pCi/L
14006

Room #: 301

02/14/2025,09:59-
02/17/2025,09:52

1845250-
1037769

First FloorLiquid Scintillation RAdata, LLC 3.5 pCi/L
14006

Room #: 302

02/14/2025,09:59-
02/17/2025,09:51

1845230-
1037770

First FloorLiquid Scintillation RAdata, LLC 3.8 pCi/L
14006

Room #: 303

02/14/2025,09:58-
02/17/2025,09:50

1845241-
1037771

First FloorLiquid Scintillation RAdata, LLC 4.2 pCi/L
14006

Room #: 304

02/14/2025,09:48-
02/17/2025,09:44

1845194-
1037772

First FloorLiquid Scintillation RAdata, LLC 4.3 pCi/L
14006

Room #: 401

02/14/2025,09:49-
02/17/2025,09:43

1845222-
1037773

First FloorLiquid Scintillation RAdata, LLC 3.7 pCi/L
14006

Room #: 402

02/14/2025,09:50-
02/17/2025,09:40

1845203-
1037774

First FloorLiquid Scintillation RAdata, LLC 4.6 pCi/L
14006

Room #: 403

02/14/2025,09:50-
02/17/2025,09:40

1845220-
1037775

First FloorLiquid Scintillation RAdata, LLC 3.7 pCi/L
14006

Room #: 404

NJ DEP License #MEB90001

[The  testing and analytical methods for the above radon concentration(s) were performed in accordance with established United States Environmental Protection Agency (USEPA) 
protocols for measurement methodology.  RAdata, LLC, makes no recommendations, representations, or warranties other than as specifically set forth in this report and shall not be liable 
for any action or consequences of any action taken in connection with or in reliance on this report.  We are not responsible for any financial or health consequences or subsequent action 
or inaction by the client or its representatives.]

Emily Ambrosi, NJ Licensed Measurement Specialist #MES15804



02/14/2025,09:50-
02/17/2025,09:40

1845329-
1037776

First FloorLiquid Scintillation RAdata, LLC

Blank

< 0.2 pCi/L
14006

Room #: 404

02/14/2025,09:51-
02/17/2025,09:39

1845248-
1037777

First FloorLiquid Scintillation RAdata, LLC 3.6 pCi/L
14006

Room #: 405

02/14/2025,09:52-
02/17/2025,09:38

1845195-
1037778

First FloorLiquid Scintillation RAdata, LLC 3.7 pCi/L
14006

Room #: 406

02/14/2025,09:52-
02/17/2025,09:38

1845214-
1037779

First FloorLiquid Scintillation RAdata, LLC

Duplicate of #1845195

4.1 pCi/L
14006

 Room #: 406 

The average of the radon tests conducted at:  First Floor level is:  3.9 pCi/L

02/14/2025,09:51-
02/17/2025,09:40

1845204-
1037780

First FloorLiquid Scintillation RAdata, LLC 4.2 pCi/L
14006

Room #: 407

02/14/2025,09:14-
02/17/2025,09:20

1845200-
1037781

First FloorLiquid Scintillation RAdata, LLC 2.9 pCi/L
14006

Room #: Conference Room

02/14/2025,09:33-
02/17/2025,09:20

1845216-
1037782

First FloorLiquid Scintillation RAdata, LLC 2.9 pCi/L
14006

Room #: Resource Office

02/14/2025,09:33-
02/17/2025,09:19

1845201-
1037783

First FloorLiquid Scintillation RAdata, LLC 3.8 pCi/L
14006

Room #: Principal Office

02/14/2025,09:35-
02/17/2025,09:37

1845252-
1037784

First FloorLiquid Scintillation RAdata, LLC 3.7 pCi/L
14006

Room #: 408

02/14/2025,09:37-
02/17/2025,09:44

1845212-
1037785

First FloorLiquid Scintillation RAdata, LLC 3.0 pCi/L
14006

Room #: Library 4th Grade Side

02/14/2025,09:37-
02/17/2025,09:44

1845243-
1037786

First FloorLiquid Scintillation RAdata, LLC

Duplicate of #1845212

3.6 pCi/L
14006

 Room #: Library 4th Grade Side 

The average of the radon tests conducted at:  First Floor level is:  3.3 pCi/L

NJ DEP License #MEB90001

[The  testing and analytical methods for the above radon concentration(s) were performed in accordance with established United States Environmental Protection Agency (USEPA) 
protocols for measurement methodology.  RAdata, LLC, makes no recommendations, representations, or warranties other than as specifically set forth in this report and shall not be liable 
for any action or consequences of any action taken in connection with or in reliance on this report.  We are not responsible for any financial or health consequences or subsequent action 
or inaction by the client or its representatives.]

Emily Ambrosi, NJ Licensed Measurement Specialist #MES15804



02/14/2025,09:39-
02/17/2025,09:43

1845209-
1037787

First FloorLiquid Scintillation RAdata, LLC 3.6 pCi/L
14006

Room #: 4th Grade Pod Area

02/14/2025,09:39-
02/17/2025,09:43

1845244-
1037788

First FloorLiquid Scintillation RAdata, LLC

Duplicate of #1845209

3.8 pCi/L
14006

 Room #: 4th Grade Pod Area 

The average of the radon tests conducted at:  First Floor level is:  3.7 pCi/L

02/14/2025,10:03-
02/17/2025,09:48

1845223-
1037789

First FloorLiquid Scintillation RAdata, LLC 3.9 pCi/L
14006

Room #: Library 3rd Grade Side

02/14/2025,10:03-
02/17/2025,09:48

1845231-
1037790

First FloorLiquid Scintillation RAdata, LLC

Duplicate of #1845223

3.7 pCi/L
14006

 Room #: Library 3rd Grade Side 

The average of the radon tests conducted at:  First Floor level is:  3.8 pCi/L

02/14/2025,10:06-
02/17/2025,09:56

1845251-
1037791

First FloorLiquid Scintillation RAdata, LLC 3.8 pCi/L
14006

Room #: MRs Hayes

02/14/2025,10:06-
02/17/2025,09:55

1845249-
1037792

First FloorLiquid Scintillation RAdata, LLC 3.9 pCi/L
14006

Room #: Calm Down Room

02/14/2025,10:07-
02/17/2025,09:54

1845236-
1037793

First FloorLiquid Scintillation RAdata, LLC 3.7 pCi/L
14006

Room #: Mrs Hill

The results of this measurement provide an idea of the average concentration in the area of the structure tested during this testing period.  The actual risk depends 
upon the amount of time you are exposed to this concentration.  The US EPA has identified 4.0 pCi/L as failing their action guidelines. Radon has been  identified 
as the second leading cause of lung cancer. US EPA recommends that mitigation be considered at that level or higher. They have identified the national indoor 
average as 1.3 pCi/L but suggest that there is no safe level for radon and that homes with radon levels above 2.0 pCi/L be considered for mitigation as well. When 
untreated levels of radon are below 4.0 pCi/L the US EPA recommends at a minimum you should retest every 5 years or following any construction or changes to 
the home. If mitigation is installed to reduce radon levels the US EPA recommends the system be evaluated and radon retested at a minimum of every 2 years.   

Important Notice:
"This notice is provided to you by an organization or individual certified by the New Jersey Department of Environmental Protection to perform radon measurements.  N.J.S.A. 26:2D-73 
requires that no certified person disclose to any individual, except the Department of Environmental Protection or (on request, to) the Department of Health, the address or owner of a 
nonpublic building that the person has tested or treated for the presence of radon gas and radon progeny, unless the owner of the building waives, in writing, this right of confidentiality.  In 
the case of a prospective sale of a building which has been tested for radon gas and/or radon progeny, the seller shall provide the buyer, at the time the contract of sale is entered into, 
with a copy of the results of that test and evidence of any subsequent mitigation or treatment, and any prospective buyer who contracts for testing shall have the right to receive the results 
of that testing.   Any questions, comments, or complaints regarding the persons  performing these measurements, or related mitigation, or safeguarding services should be directed to the  
New Jersey Department of Environmental Protection.  Attention: Radon Section, Bureau of Environmental Radiation (1-800-648-0394)."  Visit the department's website at www.njradon.org 
for the most recent version of the approved testing and mitigation guidance documents.

* Certified Radon Laboratory used to analyze the test device.
Test Completed By: Licensed measurement technician; NJ DEP License # MET13348/MET13751

NJ DEP License #MEB90001

[The  testing and analytical methods for the above radon concentration(s) were performed in accordance with established United States Environmental Protection Agency (USEPA) 
protocols for measurement methodology.  RAdata, LLC, makes no recommendations, representations, or warranties other than as specifically set forth in this report and shall not be liable 
for any action or consequences of any action taken in connection with or in reliance on this report.  We are not responsible for any financial or health consequences or subsequent action 
or inaction by the client or its representatives.]

Emily Ambrosi, NJ Licensed Measurement Specialist #MES15804



NJ DEP License #MEB90001

[The  testing and analytical methods for the above radon concentration(s) were performed in accordance with established United States Environmental Protection Agency (USEPA) 
protocols for measurement methodology.  RAdata, LLC, makes no recommendations, representations, or warranties other than as specifically set forth in this report and shall not be liable 
for any action or consequences of any action taken in connection with or in reliance on this report.  We are not responsible for any financial or health consequences or subsequent action 
or inaction by the client or its representatives.]

Emily Ambrosi, NJ Licensed Measurement Specialist #MES15804



Post-Mitigation 
Radon Test Results

RAdata, LLC 
27 Ironia Road, Unit 2 

Flanders, NJ 07836 
(973) 927-7303

(973) 927-4980 Fax
email: radonlab@radata.com
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RAdata, LLC 
27 Ironia Road, Unit 2 

Flanders, NJ 07836 
(973) 927-7303 

(973) 927-4980 Fax 
email: radonlab@radata.com

RAdata LLC - New Jersey Radon Measurement Business - #MEB90001 



Test Location: 263 New Jersey 57, Phillipsburg, NJ 08865 County: Warren

Lopatcong Township Schools

321 Stonehenge Drive

Radon Test Results/Information:
Phillipsburg, NJ  08865

Test # Location Avg. Radon 
Concentration

Test Date,Time Test Device

The purpose of this test was:
Municipality: Phillipsburg Town

Laboratory*

Post-Mitigation 

RAdata, LLC
27 Ironia Road, Unit 2

Flanders, NJ  07836
973-927-7303 Phone    973-927-4980 

Location Name: Lopatcong Elementary School

Original Report: 5/27/2025

04/25/2025,14:12-
04/28/2025,15:05

1871106-
1050795

First FloorLiquid Scintillation RAdata, LLC 0.3 pCi/L
14006

Room #: All Purpose Room - Stage/Right

04/25/2025,14:12-
04/28/2025,15:05

1839349-
1050796

First FloorLiquid Scintillation RAdata, LLC

Duplicate of #1871106

0.2 pCi/L
14006

Room #: All Purpose Room - Stage/Right

The average of the radon tests conducted at:  First Floor level is:  0.3 pCi/L

04/25/2025,13:34-
04/28/2025,15:09

1839185-
1050797

First FloorLiquid Scintillation RAdata, LLC 0.7 pCi/L
14006

Room #: Gymnasium

04/25/2025,13:35-
04/28/2025,15:10

1839186-
1050798

First FloorLiquid Scintillation RAdata, LLC 0.5 pCi/L
14006

Room #: Phys Ed Office

04/25/2025,14:10-
04/28/2025,15:06

1839346-
1050799

First FloorLiquid Scintillation RAdata, LLC 0.5 pCi/L
14006

Room #: Faculty Room

04/25/2025,14:11-
04/28/2025,15:06

1839345-
1050800

First FloorLiquid Scintillation RAdata, LLC < 0.2 pCi/L
14006

Room #: Nurse

04/25/2025,13:16-
04/28/2025,15:53

1839167-
1050801

First FloorLiquid Scintillation RAdata, LLC < 0.2 pCi/L
14006

Room #: Main Office/Admin Office

NJ DEP License #MEB90001

[The  testing and analytical methods for the above radon concentration(s) were performed in accordance with established United States Environmental Protection Agency (USEPA) 
protocols for measurement methodology.  RAdata, LLC, makes no recommendations, representations, or warranties other than as specifically set forth in this report and shall not be liable 
for any action or consequences of any action taken in connection with or in reliance on this report.  We are not responsible for any financial or health consequences or subsequent action 
or inaction by the client or its representatives.]

Emily Ambrosi, NJ Licensed Measurement Specialist #MES15804



04/25/2025,13:48-
04/28/2025,15:24

1839374-
1050802

First FloorLiquid Scintillation RAdata, LLC 0.5 pCi/L
14006

Room #: Office Library

04/25/2025,13:47-
04/28/2025,15:24

1839375-
1050803

First FloorLiquid Scintillation RAdata, LLC 0.5 pCi/L
14006

Room #: Tech & Custodial Office

04/25/2025,13:57-
04/28/2025,15:20

1839356-
1050804

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: Child Study Team Office

04/25/2025,13:20-
04/28/2025,15:49

1871109-
1052523

First FloorLiquid Scintillation RAdata, LLC 0.2 pCi/L
14006

Room #: 101

04/25/2025,14:13-
04/28/2025,15:48

1839368-
1052524

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 102

04/25/2025,13:23-
04/28/2025,15:47

1871105-
1052525

First FloorLiquid Scintillation RAdata, LLC 0.7 pCi/L
14006

Room #: 103

04/25/2025,13:24-
04/28/2025,15:46

1839377-
1052526

First FloorLiquid Scintillation RAdata, LLC 0.3 pCi/L
14006

Room #: 104

04/25/2025,13:24-
04/28/2025,15:46

1839369-
1052527

First FloorLiquid Scintillation RAdata, LLC

Duplicate of #1839377

0.3 pCi/L
14006

Room #: 104

The average of the radon tests conducted at:  First Floor level is:  0.3 pCi/L

04/25/2025,13:25-
04/28/2025,15:46

1839378-
1052528

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 105

04/25/2025,13:26-
04/28/2025,15:46

1839350-
1052529

First FloorLiquid Scintillation RAdata, LLC 0.7 pCi/L
14006

Room #: 106

04/25/2025,13:27-
04/28/2025,15:45

1839376-
1052530

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 107

04/25/2025,13:28-
04/28/2025,15:44

1839188-
1052531

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 108

NJ DEP License #MEB90001

[The  testing and analytical methods for the above radon concentration(s) were performed in accordance with established United States Environmental Protection Agency (USEPA) 
protocols for measurement methodology.  RAdata, LLC, makes no recommendations, representations, or warranties other than as specifically set forth in this report and shall not be liable 
for any action or consequences of any action taken in connection with or in reliance on this report.  We are not responsible for any financial or health consequences or subsequent action 
or inaction by the client or its representatives.]

Emily Ambrosi, NJ Licensed Measurement Specialist #MES15804



04/25/2025,13:29-
04/28/2025,15:44

1839403-
1052532

First FloorLiquid Scintillation RAdata, LLC 0.6 pCi/L
14006

Room #: 109

04/25/2025,13:30-
04/28/2025,15:44

1871104-
1052533

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 110

04/25/2025,13:31-
04/28/2025,15:44

1839358-
1052534

First FloorLiquid Scintillation RAdata, LLC 0.3 pCi/L
14006

Room #: 111

04/25/2025,13:32-
04/28/2025,15:43

1871108-
1052535

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 112

04/25/2025,13:22-
04/28/2025,15:48

1871110-
1052536

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 113

04/25/2025,13:21-
04/28/2025,15:48

1839371-
1052537

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 114

04/25/2025,13:21-
04/28/2025,15:48

1839416-
1052538

First FloorLiquid Scintillation RAdata, LLC

Blank

< 0.2 pCi/L
14006

Room #: 114

04/25/2025,14:03-
04/28/2025,15:12

1839348-
1052539

First FloorLiquid Scintillation RAdata, LLC 0.7 pCi/L
14006

Room #: 201

04/25/2025,14:04-
04/28/2025,15:12

1839381-
1052540

First FloorLiquid Scintillation RAdata, LLC 0.7 pCi/L
14006

Room #: 202

04/25/2025,14:05-
04/28/2025,15:13

1839344-
1052541

First FloorLiquid Scintillation RAdata, LLC 1.0 pCi/L
14006

Room #: 203

04/25/2025,14:09-
04/28/2025,15:14

1839351-
1052542

First FloorLiquid Scintillation RAdata, LLC 1.0 pCi/L
14006

Room #: 204

04/25/2025,14:08-
04/28/2025,15:15

1839154-
1052543

First FloorLiquid Scintillation RAdata, LLC 0.6 pCi/L
14006

Room #: 205

NJ DEP License #MEB90001

[The  testing and analytical methods for the above radon concentration(s) were performed in accordance with established United States Environmental Protection Agency (USEPA) 
protocols for measurement methodology.  RAdata, LLC, makes no recommendations, representations, or warranties other than as specifically set forth in this report and shall not be liable 
for any action or consequences of any action taken in connection with or in reliance on this report.  We are not responsible for any financial or health consequences or subsequent action 
or inaction by the client or its representatives.]

Emily Ambrosi, NJ Licensed Measurement Specialist #MES15804



04/25/2025,14:07-
04/28/2025,15:16

1839347-
1052544

First FloorLiquid Scintillation RAdata, LLC 0.5 pCi/L
14006

Room #: 206

04/25/2025,14:06-
04/28/2025,15:14

1845360-
1052545

First FloorLiquid Scintillation RAdata, LLC 0.7 pCi/L
14006

Room #: 207

04/25/2025,14:06-
04/28/2025,15:14

1839343-
1052546

First FloorLiquid Scintillation RAdata, LLC

Duplicate of #1845360

0.6 pCi/L
14006

Room #: 207

The average of the radon tests conducted at:  First Floor level is:  0.7 pCi/L

04/25/2025,13:55-
04/28/2025,15:16

1839355-
1052547

First FloorLiquid Scintillation RAdata, LLC 0.5 pCi/L
14006

Room #: 208/Speech

04/25/2025,13:54-
04/28/2025,15:26

1839359-
1052548

First FloorLiquid Scintillation RAdata, LLC 0.5 pCi/L
14006

Room #: 301

04/25/2025,13:52-
04/28/2025,15:26

1871107-
1052549

First FloorLiquid Scintillation RAdata, LLC 0.3 pCi/L
14006

Room #: 302

04/25/2025,13:51-
04/28/2025,15:26

1839354-
1052550

First FloorLiquid Scintillation RAdata, LLC 0.2 pCi/L
14006

Room #: 303

04/25/2025,13:50-
04/28/2025,15:25

1839362-
1052551

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 304

04/25/2025,13:45-
04/28/2025,15:41

1839366-
1052552

First FloorLiquid Scintillation RAdata, LLC 0.3 pCi/L
14006

Room #: 401

04/25/2025,13:44-
04/28/2025,15:40

1839367-
1052553

First FloorLiquid Scintillation RAdata, LLC 0.3 pCi/L
14006

Room #: 402

04/25/2025,13:43-
04/28/2025,15:38

1839365-
1052554

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 403

04/25/2025,13:42-
04/28/2025,15:36

1839353-
1052555

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 404

NJ DEP License #MEB90001

[The  testing and analytical methods for the above radon concentration(s) were performed in accordance with established United States Environmental Protection Agency (USEPA) 
protocols for measurement methodology.  RAdata, LLC, makes no recommendations, representations, or warranties other than as specifically set forth in this report and shall not be liable 
for any action or consequences of any action taken in connection with or in reliance on this report.  We are not responsible for any financial or health consequences or subsequent action 
or inaction by the client or its representatives.]

Emily Ambrosi, NJ Licensed Measurement Specialist #MES15804



04/25/2025,13:41-
04/28/2025,15:35

1839379-
1052556

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 405

04/25/2025,13:40-
04/28/2025,15:32

1839364-
1052557

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 406

04/25/2025,13:40-
04/28/2025,15:32

1839361-
1052558

First FloorLiquid Scintillation RAdata, LLC

Duplicate of #1839364

0.4 pCi/L
14006

Room #: 406

The average of the radon tests conducted at:  First Floor level is:  0.4 pCi/L

04/25/2025,13:39-
04/28/2025,15:37

1839372-
1052559

First FloorLiquid Scintillation RAdata, LLC 0.3 pCi/L
14006

Room #: 407

04/25/2025,13:18-
04/28/2025,15:50

1839152-
1052560

First FloorLiquid Scintillation RAdata, LLC 0.2 pCi/L
14006

Room #: Conference Room

04/25/2025,13:18-
04/28/2025,15:50

1839360-
1052561

First FloorLiquid Scintillation RAdata, LLC

Blank

< 0.2 pCi/L
14006

Room #: Conference Room

04/25/2025,13:39-
04/28/2025,15:28

1839503-
1052562

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 408

04/25/2025,13:17-
04/28/2025,15:51

1871111-
1052563

First FloorLiquid Scintillation RAdata, LLC 0.3 pCi/L
14006

Room #: Resource Room

04/25/2025,13:38-
04/28/2025,15:24

1839363-
1052564

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: Library - Right Side

04/25/2025,13:38-
04/28/2025,15:24

1839352-
1052565

First FloorLiquid Scintillation RAdata, LLC

Duplicate of #1839363

0.3 pCi/L
14006

Room #: Library - Right Side

The average of the radon tests conducted at:  First Floor level is:  0.3 pCi/L

04/25/2025,13:46-
04/28/2025,15:39

1839373-
1052566

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: 4th Grade Pod

NJ DEP License #MEB90001

[The  testing and analytical methods for the above radon concentration(s) were performed in accordance with established United States Environmental Protection Agency (USEPA) 
protocols for measurement methodology.  RAdata, LLC, makes no recommendations, representations, or warranties other than as specifically set forth in this report and shall not be liable 
for any action or consequences of any action taken in connection with or in reliance on this report.  We are not responsible for any financial or health consequences or subsequent action 
or inaction by the client or its representatives.]

Emily Ambrosi, NJ Licensed Measurement Specialist #MES15804



04/25/2025,13:38-
04/28/2025,15:22

1839342-
1052567

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: Library - Left Side

04/25/2025,13:59-
04/28/2025,15:20

1839357-
1052568

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: Calm Down Room

04/25/2025,14:00-
04/28/2025,15:20

1839462-
1052569

First FloorLiquid Scintillation RAdata, LLC 0.5 pCi/L
14006

Room #: Mrs Hill

04/25/2025,14:00-
04/28/2025,15:20

1839380-
1052570

First FloorLiquid Scintillation RAdata, LLC

Duplicate of #1839462

0.5 pCi/L
14006

Room #: Mrs Hill

The average of the radon tests conducted at:  First Floor level is:  0.5 pCi/L

04/25/2025,14:01-
04/28/2025,15:21

1839370-
1052571

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: Mrs Hayes

04/25/2025,14:14-
04/28/2025,15:52

1839463-
1052572

First FloorLiquid Scintillation RAdata, LLC 0.4 pCi/L
14006

Room #: Principal Office

04/25/2025,14:13-
04/28/2025,15:05

1839411-
1052573

First FloorLiquid Scintillation RAdata, LLC 0.3 pCi/L
14006

Room #: All Purpose Room - Left Side

04/25/2025,08:00-
04/28/2025,16:10

1839412-
1052574

Liquid Scintillation RAdata, LLC

Travel Blank

< 0.2 pCi/L
14006

Room #: Travel Blanks

04/25/2025,08:00-
04/28/2025,16:10

1839427-
1052575

Liquid Scintillation RAdata, LLC

Travel Blank

< 0.2 pCi/L
14006

Room #: Travel Blanks

04/25/2025,08:00-
04/28/2025,16:10

1839488-
1052576

Liquid Scintillation RAdata, LLC

Travel Blank

< 0.2 pCi/L
14006

Room #: Travel Blanks

04/25/2025,08:00-
04/28/2025,16:10

1839409-
1052577

Liquid Scintillation RAdata, LLC

Travel Blank

< 0.2 pCi/L
14006

Room #: Travel Blanks

* Certified Radon Laboratory used to analyze the test device.

NJ DEP License #MEB90001

[The  testing and analytical methods for the above radon concentration(s) were performed in accordance with established United States Environmental Protection Agency (USEPA) 
protocols for measurement methodology.  RAdata, LLC, makes no recommendations, representations, or warranties other than as specifically set forth in this report and shall not be liable 
for any action or consequences of any action taken in connection with or in reliance on this report.  We are not responsible for any financial or health consequences or subsequent action 
or inaction by the client or its representatives.]

Emily Ambrosi, NJ Licensed Measurement Specialist #MES15804



The results of this measurement provide an idea of the average concentration in the area of the structure tested during this testing period.  The actual risk depends 
upon the amount of time you are exposed to this concentration.  The US EPA has identified 4.0 pCi/L as failing their action guidelines. Radon has been  identified 
as the second leading cause of lung cancer. US EPA recommends that mitigation be considered at that level or higher. They have identified the national indoor 
average as 1.3 pCi/L but suggest that there is no safe level for radon and that homes with radon levels above 2.0 pCi/L be considered for mitigation as well. When 
untreated levels of radon are below 4.0 pCi/L the US EPA recommends at a minimum you should retest every 5 years or following any construction or changes to 
the home. If mitigation is installed to reduce radon levels the US EPA recommends the system be evaluated and radon retested at a minimum of every 2 years.   

Important Notice:
"This notice is provided to you by an organization or individual certified by the New Jersey Department of Environmental Protection to perform radon measurements.  N.J.S.A. 26:2D-73 
requires that no certified person disclose to any individual, except the Department of Environmental Protection or (on request, to) the Department of Health, the address or owner of a 
nonpublic building that the person has tested or treated for the presence of radon gas and radon progeny, unless the owner of the building waives, in writing, this right of confidentiality.  In 
the case of a prospective sale of a building which has been tested for radon gas and/or radon progeny, the seller shall provide the buyer, at the time the contract of sale is entered into, 
with a copy of the results of that test and evidence of any subsequent mitigation or treatment, and any prospective buyer who contracts for testing shall have the right to receive the results 
of that testing.   Any questions, comments, or complaints regarding the persons  performing these measurements, or related mitigation, or safeguarding services should be directed to the  
New Jersey Department of Environmental Protection.  Attention: Radon Section, Bureau of Environmental Radiation (1-800-648-0394)."  Visit the department's website at www.njradon.org 
for the most recent version of the approved testing and mitigation guidance documents.

Test Completed By: Licensed measurement technician; NJ DEP License # MET13751/MET13348

NJ DEP License #MEB90001

[The  testing and analytical methods for the above radon concentration(s) were performed in accordance with established United States Environmental Protection Agency (USEPA) 
protocols for measurement methodology.  RAdata, LLC, makes no recommendations, representations, or warranties other than as specifically set forth in this report and shall not be liable 
for any action or consequences of any action taken in connection with or in reliance on this report.  We are not responsible for any financial or health consequences or subsequent action 
or inaction by the client or its representatives.]

Emily Ambrosi, NJ Licensed Measurement Specialist #MES15804



Site 
Drawing

RAdata, LLC 
27 Ironia Road, Unit 2 

Flanders, NJ 07836 
(973) 927-7303

(973) 927-4980 Fax
email: radonlab@radata.com

RAdata LLC - New Jersey Radon Measurement Business - #MEB90001 





Project Quality 
Assurance

RAdata, LLC 
27 Ironia Road, Unit 2 

Flanders, NJ 07836 
(973) 927-7303

(973) 927-4980 Fax
email: radonlab@radata.com

RAdata LLC - New Jersey Radon Measurement Business - #MEB90001 



Quality Assurance:

The following quality assurance measurements were conducted for this project in accordance 
with AANSI/ AARST measurement protocol: 

 Duplicate Measurement (co-located): Two testing devices placed within 4-8
inches apart in the same test location for the purpose of detecting precision
between measurements. Deployed at a frequency of 10% of total test locations.

o Criteria: Duplicate measurements must calculate within given
percentages based on results. Result may not be twice or more than
the co-located sample..

 Field Blank Measurement: Devices that are placed in the field but are not
exposed to indoor air for the purpose of detecting existing background radiation in the
testing environment. Deployed at a frequency of 5% of total test locations.

o Criteria: Blank measurement must calculate below the lower limit of
detection for the analysis method ( <0.2 pCi/L). Tests at or exceeding 50 test
locations have additional requirements for inventory and office blanks in
addition to field blanks.

 Spike Measurement: Devices that are sent to a third-party radon chamber,
exposed to a known concentration of radon, and return to the laboratory for analysis
for the purpose of detecting the accuracy of the measurement/
detection processes. The number of spikes measurement should be 3% of all total 
devices within a tester's local inventory.

o Criteria: Spiked measurement must calculate within 25% of the known
radon concentration at which it was exposed.

*Quality Assurance measures that meet set criteria are essential for reporting reliable
measurements. Results of tests without proper quality controls may not be accurate.

RAdata, LLC 
27 Ironia Road, Unit 2 

Flanders, NJ 07836 
(973) 927-7303

(973) 927-4980 Fax
email: radonlab@radata.com

RAdata LLC - New Jersey Radon Measurement Business - #MEB90001 



Test Location: ,     

Bowser-Morner, Inc.

4514 Taylorsville Road

Radon Test Results/Information:

Phil Jenkins

Dayton, OH  45424

Name: April Spikes - USUH022599, FileNum:

Original Report Date: April 16, 2025

RAdata, LLC
27 Ironia Road, Unit 2, Flanders, NJ 07836

973-927-7303 Phone     973-927-4980 Fax
Email: lab@radata.com

Test # LocationTest Date Test Device Date Analyzed
Avg. Radon

Concentration

4/5/2025,08:13-
4/7/2025,08:13

1869702-
1901569

Liquid Scintillation 4/9/2025,07:13

+/- 1.31

Slab on Grade 21.8 pCi/L
Analyzed by: Mohamed Fofana

Target Value: 25.4 pCi/L    RPD: -14%

4/5/2025,08:13-
4/7/2025,08:13

1869703-
1901570

Liquid Scintillation 4/9/2025,07:24

+/- 1.42

Slab on Grade 25.1 pCi/L
Analyzed by: Mohamed Fofana

Target Value: 25.4 pCi/L    RPD: -1%

4/5/2025,08:13-
4/7/2025,08:13

1869704-
1901571

Liquid Scintillation 4/9/2025,07:35

+/- 1.40

Slab on Grade 24.2 pCi/L
Analyzed by: Mohamed Fofana

Target Value: 25.4 pCi/L    RPD: -5%

4/5/2025,08:13-
4/7/2025,08:13

1869705-
1901572

Liquid Scintillation 4/9/2025,07:46

+/- 1.43

Slab on Grade 26.1 pCi/L
Analyzed by: Mohamed Fofana

Target Value: 25.4 pCi/L    RPD: 3%

4/5/2025,08:13-
4/7/2025,08:13

1869706-
1901573

Liquid Scintillation 4/9/2025,07:57

+/- 1.33

Slab on Grade 22.5 pCi/L
Analyzed by: Mohamed Fofana

Target Value: 25.4 pCi/L    RPD: -11%

4/5/2025,08:13-
4/7/2025,08:13

1869707-
1901574

Liquid Scintillation 4/9/2025,08:08

+/- 1.41

Slab on Grade 24.5 pCi/L
Analyzed by: Mohamed Fofana

Target Value: 25.4 pCi/L    RPD: -3%

     The results of this measurement provide an idea of the average concentration in the area of the structure tested during this testing period.  The actual risk 
depends upon the amount of time you are exposed to this concentration.  The US EPA and the Center of Disease Control have used a continuous exposure 
level of 4.0 pCi/L as a guidance level at which remedial action is indicated.  If you would like additional information on radon, we recommend that you contact 
either your state agency or the US EPA.
     The accuracy of the radon levels determined at the time of sampling are dictated by proper deployment and conditions in the field.  Since deployment in the 
field is not completed by Radata, Inc. laboratory personnel, the radon results indicated represent the levels found in the test device as received at our lab.
                                         Charcoal Canister samples are analyzed by Method [EPA-402-R-92-004 July 92]
                                       Liquid Scintillation samples are analyzed by Method [EPA-402-R-92-004 July 92]
                                             (+/- = 2 sigma (95% confidence level) counting uncertainty reported in pCi/L.)

[This sample has an associated uncertainty of greater than 10%]

This product is designed to detect radon levels in a specific location.  It can not guarantee the overall level of radon present in a home or building, or that people will not be exposed to 
potentially harmful levels of radon.  The cost of this product is based solely on the value of the monitoring, and is unrelated to the value of any customers' property or health.
RAdata, Inc. EXPRESSLY DISCLAIMS ALL LIABILITY FOR ANY SPECIAL, INCIDENTAL, OR CONSEQUENTIAL DAMAGES, INCLUDING BUT NOT LIMITED TO DAMAGES 
RESULTING FROM THE IMPROPER USE OF THE PRODUCT OR THE IMPROPER INTERPRETATION OF THE DATA GENERATED BY THE PRODUCT.  RAdata's AND ITS AGENT'S 
SOLE AND EXCLUSIVE LIABILITY  AND THE CUSTOMER'S SOLE LIABILITY AND EXCLUSIVE REMEDY WILL NOT EXCEED THE LESSER OF THE COST OF REPAIR OR 
REPLACEMENT OF THE PRODUCT.  Neither RAdata, Inc. nor its agents accepts any liability for improper deployment of any device and shall not be responsible for the consequences of 
the results derived from same.

LIMITATIONS OF DATA AND PRODUCT LIABILITY
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Confidentiality Notice:  These test results, including any attachments are for the sole use of the intended recipient(s) and may contain confidential and privileged 
information. Any unauthorized review, use, copying, disclosure, or distribution by other than the intended recipient or authorized agent is prohibited. RAdata, 
LLC will not disclose to anyone the identification of a client or results of sample analysis without the expressed consent of the client, except where required by 
law or by state/federal agency. In situations where information or results are being subpoenaed by a regulatory agency or the courts, RAdata, LLC will notify the 
client promptly.

Emily Ambrosi, Laboratory Director
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Work Order

RAdata, LLC 
27 Ironia Road, Unit 2 

Flanders, NJ 07836 
(973) 927-7303

(973) 927-4980 Fax
email: radonlab@radata.com

RAdata LLC - New Jersey Radon Measurement Business - #MEB90001 



INVOICE

229030750  
INVOICE DATE

Apr 17, 2025

J O B  A D D R E S S
Lopatcong Elementary School
263 New Jersey 57
Phillipsburg, NJ 08865 USA

Completed Date:
Payment Term: Due Upon Receipt

TA S K D E S C R I P T I O N Q T Y P R I C E T O TA L

*SSV - Sub-Slab
Sys - Outside

Multipurpose room = two systems
Phys Ed office = one system
206 / 208 Speech room = one system
Classroom 301 / 302 = one system
Classroom 303 / 304 = one system
Principals office = one system
-Conduct air flow testing & diagnostics during installation to
determine total number of systems.*
-Install sub-slab ventilation system through concrete floor.
-Extend system with PVC pipe to add additional intakes if necessary.
-Extend PVC exhaust to the outside and stack to roof with PVC pipe.
-Power system with one inline radon fan. 
-Mount fan outside.
-Electrical will be completed by our licensed electrician. 
-Install magnehelic gauge and one audible alarm to monitor system
operation.
-Seal minor cracks and penetrations where necessary and available.
-Install cover over fan outside.
-Install locking cover over on / off switch

*If additional systems are needed during installation we will install at
same time and charge additional $2,500.00 per system.

7.00 $2,490.00 $17,430.00

FSCC (Mit) Full service post mitigation radon retesting.
44T - 5D - 1B

1.00 $2,060.00 $2,060.00

Custom
(Radon)

Operations Monitoring & Maintenance Plan 1.00 $500.00 $500.00

RAdata, LLC
NJ DEP Cert# MIB90001

27 Ironia Rd, Unit 2
Flanders, NJ 07836 

(973) 927-7303
www.radata.com

BILL TO
Lopatcong Township Schools
321 Stonehenge Drive
Phillipsburg, NJ 08865 USA
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Permits -
Radon

Application to Municipality for Building and Electric Permits, as per the
NJ DCA Minor Work Code (N.J.A.C. 5:23-2.17A). 

Client is responsible for scheduling appointments and meeting
municipal inspectors for REQUIRED final building and/or electrical
inspections (you will be notified by our office with permit
information). 

*Actual cost of the permit fees will be billed.  

1.00 $0.00 $0.00

Designer (DL) System Proposed/Designed by:

David Letcher, Mitigation Specialist NJ DEP #MIS12396

1.00 $0.00 $0.00

Radon Fan -
RP145

The RadonAway RP145, RadonAway's most popular radon fan, installs
white and stays white with an Eternalast™ polycarbonate plastic
housing. It provides high air flow, energy efficiency, quiet operation
and effective radon reduction.

Eternalast™ polycarbonate plastic housing
Five-year limited warranty
Quiet and attractive
Thermally protected
Water-hardened motorized impeller
Seams double snap sealed to inhibit radon leakage
ETL Listed - for indoor or outdoor use
Meets all electrical code requirements

4.00 $0.00 $0.00

RP145

Radon Fan -
GX4

The RadonAway GX4 brings sleek lines and high performance to high
suction fans. The GX4 bridges the gap between mid-range and high
suction fans.

Eternalast™ polycarbonate plastic housing
Vapor Tite™ technology to inhibit radon and soil gas leakage
Water-hardened thermally-protected motor
Optimal for moderate to tight soils
Quiet operation
Built-in water bypass
Rated for indoor and outdoor use
Rated for commercial or residential use
ETL listed by Intertek to UL507 and CSA C22.2 Standards

3.00 $0.00 $0.00

GX4
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SUB-TOTAL $19,990.00
TAX $0.00

TOTAL DUE $19,990.00
 

BALANCE DUE $19,990.00
*Please make all checks payable to: Protect Environmental
CUSTOMER AUTHORIZATION

The summary above is furnished by RAdata as a good faith estimate of work to be performed at the location described above
and is based on our evaluation and does not include material price increases or additional labor and materials which may be
required should unforeseen problems arise after the work has started. I understand that the final cost of the work may differ
from the estimate, perhaps materially. THIS IS NOT A GUARANTEE OF THE FINAL PRICE OF WORK TO BE PERFORMED. I agree
and authorize the work as summarized on these estimated terms, and I agree to pay the full amount for all work performed.

PAYMENT TERMS: All payments are due upon completion of work unless advance arrangements are made with
management. We accept cash, personal check, E-Check (ACH) and credit card payments. A 3% convenience fee will be added
to all credit card transactions. Please make all checks payable to Protect Environmental.

CANCELLATION POLICY: Once an appointment is scheduled, 48 hours (excluding weekends) advance notice is required for
cancellation. Cancellation fee of $319.88 may apply for cancellations made after the cancellation period has expired.

NOTICE: Expected scope of work and cost are based on information provided at the time of estimate. Any work necessary
due to the inaccuracy of this information will be an additional cost. As such, this estimate should not be used to provide a
credit at closing. In some cases, conditions discovered during the course of the installation may also alter the scope and cost
of the work. 

If the party ordering the work is not the Owner of the property, it is the responsibility of the party ordering the work to
obtain permission to complete the work from the owner of the property PRIOR to commencement of work. 

SERVICE FEE: If work cannot be completed after a technician arrives at the property (due to Client's choice, increase in scope
of work or length of time needed to complete work, or reasons outside of RAdata's control) a service fee (plus the cost of any
additional time on site over the first 30 minutes) will be charged and is due and payable at that time. I understand that
$319.88 is the minimum charge for the visit should the work not be completed on the appointment date. 

IF CUSTOMER WILL NOT BE PRESENT AT THE APPOINTMENT:
- If a "Not Present Addendum" is signed and you are not present, you authorize the RAdata technician to accept changes on
your behalf according to your selection on the Addendum. If your not present addendum indicates, the technician may
accept changes by writing PREAPPROVED in any signature boxes that you are unavailable or unable to sign.
- By signing the Not Present Addendum, electing to not be present at the time of completion of services/work performed by
RAdata, LLC., you the “Customer”, then waive any rights to inspect the services/work performed by RAdata, LLC and/or to
otherwise claim that the services/work performed by RAdata, LLC was not completed in a satisfactory and workmanlike
manner.

If any questions or concerns arise after the installation, please contact the office at 973-927-7303 to speak to a customer
service representative. 

RETESTING in New Jersey with SELF-SERVICE KITS: Per NJAC 7:28-27, the OWNER of the home is the ONLY person who may
perform the self-service radon retest. If this is not possible, please contact our office ASAP to schedule a retest by a Licensed
Radon Measurement Technician at an additional cost. The Owner MAY NOT assign a designee(s) to perform the testing
including (but not limited to): Realtor(s), Purchaser(s), Friend(s), Family Member(s), Employee(s), etc. or the test will be
rendered INVALID and will need to be repeated by the Owner or a Licensed Radon Measurement Technician. 

RETESTING MUST be conducted WITHIN 30 DAYS of mitigation system installation, no sooner than 24 hours after the
mitigation system is installed and functioning.
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INSTRUCTIONS:

1) All work areas must be made accessible for service crew prior to installation, or there will be an additional charge of
$125.00 per hour (two men) added for the time it takes our staff to access the work area properly. If sealant work is
scheduled to be performed on french drains or floor/wall joints all items must be cleared at least 2-3 feet away from the
opening(s) to be sealed. If crawlspaces are being sealed, all items must be removed from the crawlspace. 

2) Electrical Power to the building (power to all areas and outlets) is required for completion of the work. 

3) For New Jersey work only: Client is responsible for scheduling appointments and meeting municipal inspectors for
REQUIRED final building and electrical inspections (you will be notified by our office with permit information). *PERMIT FEES
ARE ESTIMATED; if the actual cost of the permit fees are higher than the estimated cost, the difference will be billed under
separate cover and is payable upon receipt of invoice. 

4) Prices are subject to change after 60 days.

5) Please be advised that although reasonable care will be exercised when drilling through the slab and/or foundation, we
may encounter concealed utilities. Failure to disclose the presence of radiant heat and/or under-slab utility piping (water,
gas, oil, etc.) or cabling before the work commences may increase the risk of puncture. In the event that we breach a pipe or
wire, we will do our best to expose it for your contractor to repair. In no event shall RAdata be liable for underground utility
damage or associated costs (repair, replacement, interruption of utility service, or consequential damages).

6) WE REQUEST THAT THE BASEMENT WINDOWS BE OPENED 12 HOURS PRIOR TO WORK CREW ARRIVAL TO LESSEN
EMPLOYEE EXPOSURE TO RADON.

Warranty & Guarantee: A workmanship and material warranty is extended for a period of one year from the date of
installation of said system on any and all equipment installed, and one year for labor related to any repairs or replacement of
said equipment. (There will be a charge for servicing equipment under the manufacturer’s warranty.) Fan guaranteed by
manufacturer for one year (see warranty). Manufacturers warranty is transferable to homeowner. If a Radon Reduction
Guarantee applies to the work, a separate document including the terms and conditions of the warranty will be issued after
completion of the work (see sample Warranty). 

All material is guaranteed to be as specified. All work will be completed in a professional manner according to standard
practices. Any alteration or deviation from above specifications involving extra costs will be executed only upon written
orders, and will become an extra charge over and above the estimate. All agreements contingent upon strikes, accidents, or
delays beyond our control. Owner to carry fire, tornado, and other necessary insurance. Our workers are fully covered by
Workman's Compensation insurance.

Notices for New Jersey (NJ) Installations: 1. This notice is provided to you by an organization or individual certified by the
New Jersey Department of Environmental Protection to perform radon mitigation or safeguarding services. At some time in
the near future, a representative of the Department of Environmental Protection may contact you to ask your permission to
visit your building. The purpose of this visit would be to inspect the recently installed mitigation system. Any questions,
comments or complaints regarding the persons performing these mitigation or safeguarding services should be directed to
the New Jersey Department of Environmental Protection, Attention: Radon Certification Section, Bureau of Environmental
Radiation, CN415, Trenton, New Jersey 08625 (1-800-648-0394). 2. The signed Contract/Invoice constitutes the Client's
authorization to a certified Radon Measurement Business to provide to the Certified Radon Mitigation Business the results of
the post mitigation testing.

PA DEP Certified Mitigation Firm #1686 
Notice for Pennsylvania (PA) Installations: THE RADON CERTIFICATION ACT REQUIRES THAT ANYONE WHO PERFORMS
RADON TESTING, MITIGATION, OR LABORATORY ANALYSIS ACTIVITIES MUST BE CERTIFIED BY THE PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTIONS. ANY PERSON PROVIDING THESE RADON SERVICES SHALL PRESENT TO
THE CLIENT A CURRENT DEP-ISSUED PHOTO IDENTIFICATION CARD UPON REQUEST. IF YOU HAVE ANY QUESTIONS, YOU MAY
CONTACT DEP AT THE BUREAU OF RADIATION PROTECTION, DEPARTMENT OF ENVIRONMENTAL PROTECTION, P.O. BOX
8469, HARRISBURG, PA, 17105-8469, (717) 783-3594.
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The estimate/invoice specifications and conditions are acknowledged and hereby accepted. Payment is due upon or before
completion of work. A service fee will be charged for any returned checks, and a financing charge of 1% per month shall be
applied for overdue amounts. 

COMMERCIAL TERMS AND CONDITIONS:
*If Client has a subcontract agreement, there will be an additional charge to review the agreement and possible upcharges
for any additional requirements. This RAdata, LLC proposal shall also be included without modification as an addendum. The
Work cannot be scheduled until the review is complete and the agreement is finalized. 
*The total cost shown below is based on work being performed during normal business hours: Monday-Friday 8:00am -
5:00pm. If work needs to be conducted outside these times, please contact our office for availability and pricing
*Costs provided are based on standard wages. If the project is subject to union requirements or a wage determination,
please contact our office immediately and provide the relevant information; the cost will be re-calculated using the
applicable rates. 
*Pricing is based on RAdata's standard insurance coverage. An Insurance Certificate can be furnished upon request. If Client
has special insurance requirements, there may be an additional charge.
*NO performance of Work is due under this contract unless and until any and all outstanding invoices have been paid. 
*Sales Tax Notice (for Installations Only): Unless Sales Tax has been itemized on this proposal, RAdata will provide the Client
with a Form ST-8 Capital Improvement Form for signature. If the Client is unable to return a properly executed Form ST-8 or
other applicable Sales Tax Exemption Form (ex. ST-5), Sales Tax will be added to the total cost of the work (excluding permit
fees). 
*Warranty Notice: Any applicable warranty on materials and/or installation will only be valid when full payment is received
by RAdata. This provision does NOT extend the term length of any warranty.
*RAdata will not be responsible for delays in the work caused by delay in receiving equipment and/or materials from
Vendor(s), weather or any other causes outside of RAdata's control. 
*RAdata will not be responsible for damages caused by the actions of any other parties or defects caused by the
performance of work of any other parties.
*RAdata will perform this work using our own labor force. Any additional labor force requested or required by local
jurisdictions will be at the expense of THE CLIENT.

DISCLAIMERS and LIMITATION OF LIABILITY:
-RAdata, LLC shall not be liable to any person, in contract or in tort, for any special, indirect or consequential damages with
respect to its obligations hereunder including, but not way of limitation, for any and all claims, losses, costs or damages of
any nature whatsoever arising out of, resulting from or in any way related to the Project or the Agreement from any cause or
causes, including but not limited to the negligence, professional errors or omissions, strict liability, breach of contract or
warranty, express or implied, damage to, or loss of the use of property for equipment loss of profits or revenues expenses
loss of production failure of the product to operate efficiently or cost of capital. 
-Client acknowledges that (i) RAdata, LLC has had no role in generating, treating, storing or disposing of any existing,
uncontrolled hazardous or toxic substances, pollutants and contaminants or other waste materials (“Waste Materials”)
which may be present at the Project site; and (ii) RAdata, LLC has not benefited from the processes that produced such
Waste Materials. Any Waste Materials encountered by or associated with the Services provided by RAdata, LLC on the
Project shall at no time be or become the property of RAdata, LLC Arrangements for the treatment, storage, transport or
disposal of any Waste Materials, which shall be made by Client and/or Owner, shall be construed as being made solely and
exclusively on behalf of Owner, and Client and Owner shall indemnify and hold harmless RAdata, LLC from and against any
and all claims, damages, losses, liability and expenses, including attorney’s fees, which arise out of the treatment, storage,
transport or disposal of any Waste Materials performed by RAdata, LLC Nothing contained within this Agreement shall be
construed or interpreted as requiring RAdata, LLC to assume the status of a generator, storage, treatment or disposal facility
as those appear within any federal, state or local statute, regulation or rule governing treatment, storage, transport and/or
disposal of Waste Materials.
-No consulting services are included in this proposal. If at any point, any employee of RAdata, LLC provides any information
not contained herein, written or verbal, to Client pertaining to the services in this proposal or any related services, that
information does not represent the opinion of RAdata, LLC, does not constitute the receipt of consulting services, and is not
to be construed as advice for this project or any future projects. 
- If the Equipment is defective, is disabled or tampered with, or is not properly maintained and serviced, there may be an
increase in the levels of the contaminants of concern (and possibly additional contaminants) inside of the subject building(s),
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which may negatively affect indoor air quality and occupant health. There may also be an increase in the levels of
contaminants in ASDS system exhaust streams, which may not comply with the applicable air permitting requirements.
CLIENT, including its affiliated companies, successors or assigns agrees to hold RAdata, LLC harmless from any liability,
damages, or costs whatsoever related in any way to the operation or maintenance of the Equipment. CLIENT expressly
agrees that RAdata is not responsible for the development and implementation of any Operations, Maintenance, and
Monitoring Plan (OM&M) for the Equipment or the subject property. 
- CLIENT agrees that RAdata shall not be liable for any liability, including costs and expenses related in any way to the
replacement, modification or alteration of the Equipment that is necessary to meet or satisfy any Local, State, or Federal
rule, regulation, standard, or requirement that is put into effect after the date of installation of the Equipment.

NO OTHER TERMS OR CONDITIONS:
-This RAdata, LLC proposal contains all of the terms and conditions for its performance. Any other legal terms and conditions
whether they appear in Client’s purchase order, confirmation, or any other document, whether or not attached to this
proposal are void and shall have no effect unless signed by an authorized representative of RAdata, LLC

CUSTOMER ACKNOWLEDGEMENT

I find and agree that all work performed by RAdata, LLC at 263 New Jersey 57, Phillipsburg, NJ 08865 USA has been
completed in a satisfactory and workmanlike manner. I have been given the opportunity to address concerns and/or
discrepancies in the work provided, and I either have no such concerns or have found no discrepancies, or they have been
addressed to my satisfaction. My signature here signifies my full and final acceptance of all work performed by RAdata LLC.
(*If the client chooses to not be present at the time of completion, as per the terms of our estimate, the client waives the
right to inspection of the completed work if no one is present at the time of completion.)

This Invoice serves as the final Contract for services performed. 

 Sign here Date 4/17/2025

 Sign here Date 4/18/2025
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Notifications

RAdata, LLC 
27 Ironia Road, Unit 2 

Flanders, NJ 07836 
(973) 927-7303

(973) 927-4980 Fax
email: radonlab@radata.com

RAdata LLC - New Jersey Radon Measurement Business - #MEB90001 







General Testing
Checklist

RAdata, LLC 
27 Ironia Road, Unit 2 

Flanders, NJ 07836 
(973) 927-7303

(973) 927-4980 Fax
email: radonlab@radata.com

RAdata LLC - New Jersey Radon Measurement Business - #MEB90001 







Weather & Reference 
Document for Normal 

Conditions

RAdata, LLC 
27 Ironia Road, Unit 2 

Flanders, NJ 07836 
(973) 927-7303

(973) 927-4980 Fax
email: radonlab@radata.com

RAdata LLC - New Jersey Radon Measurement Business - #MEB90001 
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922
CXUS51 KOKX 010910
CF6EWR
PRELIMINARY LOCAL CLIMATOLOGICAL DATA (WS FORM: F-6)

                                          STATION:   NEWARK NJ
                                          MONTH:     APRIL
                                          YEAR:      2025
                                          LATITUDE:   40 42 N
                                          LONGITUDE:  74 10 W

  TEMPERATURE IN F:       :PCPN:    SNOW:  WIND      :SUNSHINE: SKY     :PK WND
================================================================================
1   2   3   4   5  6A  6B    7    8   9   10  11  12  13   14  15   16   17  18
                                     12Z  AVG MX 2MIN
DY MAX MIN AVG DEP HDD CDD  WTR  SNW DPTH SPD SPD DIR MIN PSBL S-S WX    SPD DR
================================================================================

 1  61  42  52   4  13   0 0.08  0.0    0 16.1 28 330   M    M   5 1      45 310
 2  48  36  42  -6  23   0 0.01  0.0    0 11.2 18 140   M    M   8        28 120
 3  75  45  60  11   5   0 0.06  0.0    0  9.1 23 220   M    M  10 1      32 210
 4  73  59  66  17   0   1 0.07  0.0    0  8.8 21 290   M    M   9        37 300
 5  60  45  53   4  12   0 0.21  0.0    0 10.6 22 110   M    M  10 18     32 100
 6  59  45  52   2  13   0 0.19  0.0    0  7.1 14 350   M    M  10 1      27 310
 7  51  40  46  -4  19   0 0.17  0.0    0  8.4 17 360   M    M  10 18     22 360
 8  49  35  42  -8  23   0    T  0.0    0 16.4 36 280   M    M   6 18     56 300
 9  50  32  41 -10  24   0 0.00  0.0    0  9.6 21 310   M    M   1        36 300
10  51  40  46  -5  19   0 0.01  0.0    0  7.9 20 130   M    M   8        30 110
11  48  43  46  -6  19   0 0.52  0.0    0 10.6 21  50   M    M  10 1      30  60
12  43  36  40 -12  25   0 0.50  0.0    0 16.2 26  10   M    M  10 1      33 360
13  60  40  50  -2  15   0    T  0.0    0 11.2 22 360   M    M   8        37 300
14  68  43  56   3   9   0 0.03  0.0    0  6.1 14 140   M    M   7        20 130
15  72  50  61   8   4   0    T  0.0    0 14.8 35 280   M    M   8        58 270
16  53  46  50  -4  15   0 0.00  0.0    0 18.3 29 290   M    M   8        57 280
17  66  43  55   1  10   0 0.00  0.0    0 10.9 24 320   M    M   2        40 310
18  71  41  56   2   9   0 0.00  0.0    0  7.6 18 160   M    M   5        27 150
19  87  58  73  18   0   8 0.00  0.0    0 14.2 30 230   M    M   8        46 240
20  73  52  63   8   2   0 0.00  0.0    0 15.1 32 320   M    M   8        46 300
21  57  48  53  -3  12   0    T  0.0    0  7.5 16 130   M    M   9        26 130
22  83  51  67  11   0   2 0.00  0.0    0  8.8 23 250   M    M   8        43 270
23  76  56  66  10   0   1 0.00  0.0    0  7.9 21 340   M    M   7        28 340
24  78  54  66   9   0   1 0.00  0.0    0  9.1 23 210   M    M   5        36 220
25  79  55  67  10   0   2    T  0.0    0  9.2 16 190   M    M   7        28 260
26  75  54  65   8   0   0 0.54  0.0    M 12.9 29 310   M    M   9 13     52 270
27  64  49  57  -1   8   0 0.00  0.0    0 19.4 36 320   M    M   5        55 300
28  77  51  64   6   1   0 0.00  0.0    0  8.0 15 220   M    M   2 8      31 280
29  83  52  68  10   0   3 0.00  0.0    0 14.4 25 200   M    M   6        37 230
30  77  58  68   9   0   3    T  0.0    0 13.1 25 330   M    M   6        37 320
================================================================================
SM 1967 1399       280  21  2.39  0.0    340.5          M      215
================================================================================
AV 65.6 46.6                              11.4 FASTST   M    M   7    MAX(MPH)
                                 MISC ---->  # 36 280                 58 270
================================================================================
NOTES:
# LAST OF SEVERAL OCCURRENCES

COLUMN 17 PEAK WIND IN M.P.H.

PRELIMINARY LOCAL CLIMATOLOGICAL DATA (WS FORM: F-6) , PAGE 2

                                          STATION:   NEWARK NJ
                                          MONTH:     APRIL
                                          YEAR:      2025
                                          LATITUDE:   40 42 N
                                          LONGITUDE:  74 10 W

[TEMPERATURE DATA]      [PRECIPITATION DATA]       SYMBOLS USED IN COLUMN 16

AVERAGE MONTHLY: 56.1   TOTAL FOR MONTH:   2.39    1 = FOG OR MIST
DPTR FM NORMAL:   2.8   DPTR FM NORMAL:   -1.48    2 = FOG REDUCING VISIBILITY
HIGHEST:    87 ON 19    GRTST 24HR  0.98 ON 11-12      TO 1/4 MILE OR LESS
LOWEST:     32 ON  9                               3 = THUNDER
                        SNOW, ICE PELLETS, HAIL    4 = ICE PELLETS
                        TOTAL MONTH:   0.0 INCH    5 = HAIL
                        GRTST 24HR  0.0            6 = FREEZING RAIN OR DRIZZLE
                        GRTST DEPTH:  0            7 = DUSTSTORM OR SANDSTORM:
                                                       VSBY 1/2 MILE OR LESS



                                                   8 = SMOKE OR HAZE
[NO. OF DAYS WITH]      [WEATHER - DAYS WITH]      9 = BLOWING SNOW
                                                   X = TORNADO
MAX 32 OR BELOW:   0    0.01 INCH OR MORE:  12
MAX 90 OR ABOVE:   0    0.10 INCH OR MORE:   6
MIN 32 OR BELOW:   1    0.50 INCH OR MORE:   3
MIN  0 OR BELOW:   0    1.00 INCH OR MORE:   0

[HDD (BASE 65) ]
TOTAL THIS MO.   280    CLEAR  (SCALE 0-3)   3
DPTR FM NORMAL   -83    PTCLDY (SCALE 4-7)  16
TOTAL FM JUL 1  4010    CLOUDY (SCALE 8-10) 11
DPTR FM NORMAL  -553

[CDD (BASE 65) ]
TOTAL THIS MO.    21
DPTR FM NORMAL     7    [PRESSURE DATA]
TOTAL FM JAN 1    21    HIGHEST SLP M ON M
DPTR FM NORMAL     6    LOWEST  SLP 29.38 ON 15

[REMARKS]
#FINAL-04-25#



Guidance Documents

RAdata, LLC 
27 Ironia Road, Unit 2 

Flanders, NJ 07836 
(973) 927-7303

(973) 927-4980 Fax
email: radonlab@radata.com

RAdata LLC - New Jersey Radon Measurement Business - #MEB90001 



Additional Radon information can be found at the agencies below: 

• New Jersey Department of Environmental Protection-
Radon Section
website: https://nj.gov/dep/rpp/radon/
radon Hotline: 800-648-0394

• US EPA
website: www.epa.gov/radon

• American Association of Radon Scientists and
Technologists
website: https://aarst.org

• National Radon Proficiency Program
website: https://nrpp. info

RAdata, LLC 
27 Ironia Road, Unit 2 

Flanders, NJ 07836 
(973) 927-7303

(973) 927-4980 Fax
email: radonlab@radata.com

RAdata LLC - New Jersey Radon Measurement Business - #MEB90001 



RAdata, LLC 
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Flanders, NJ 07836 
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